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An Equal Opportunity Employer 

  

DEPARTMENT OF SAFETY AND INSPECTIONS 

Ricardo X. Cervantes, Director 

 

CITY OF SAINT PAUL 

Christopher B. Coleman, Mayor 

375 Jackson Street, Suite 220 

Saint Paul, Minnesota 55101-1806 

Telephone: 651-266-8989 

Facsimile: 651-266-9124 

Web: www.stpaul.gov/dsi 

 

 

 

Code Compliance Report 

* * This Report must be Posted 

on the Job Site * * 

May 14, 2012 

 

Housing and Redevelopment 

25 W 4th St Ste 1300 

St Paul MN 55102 

 

 

Re: 662 Cottage Ave E  

File#: 09 268703 VB2 

 

 

   ** This is a Building Only Code Compliance Report ** 
 

BUILDING Inspector:  Jim Seeger Phone:  651-266-9046 

• Dry out basement and eliminate source of moisture. 

• Remove mold, mildew and moldy or water damaged materials. 

• Install handrails (34 inches - 38 inches above each nosing) and guardrails (36 inch 

minimum) at all stairways, and return hand rail ends into a newel post or wall per 

attachment. 

• Repair or Replace any deteriorated window sash, broken glass, sash holders, re-putty, etc 

as necessary. 

• Provide complete storms and screens, in good repair for all door and window openings. 

• Provide functional hardware at all doors and windows 

• Exit doors shall be capable of being opened from the inside, easily and without the use of 

a key.  Remove all surface bolts. 

• Repair or replace damaged doors and frames as necessary, including storm doors. 

• Install floor covering in bathroom and kitchen that is impervious to water. 

• Repair walls, ceiling and floors throughout, as necessary. 

• Prepare and paint interior and exterior as necessary.  Observe necessary abatement 

procedures (EPA, MPCA and St. Paul Legislative Code, Chapter 34 for additional 

information) if lead base paint is present. 

• Provide fire block construction as necessary and seal chases in basement ceiling. 

• Install Smoke Detectors/Carbon Monoxide Detectors per MN Conservation Code and the 

MN Dept. of Labor and Industry:  Install per code where feasible. 

• Provide major clean-up of premises. 

• Repair siding, soffit, fascia, trim, etc. as necessary. 

• Provide proper drainage around house to direct water away from foundation of house. 

• Provide proper drainage around house to direct water away from foundation of garage. 

• Install downspouts and a complete gutter system. 

• Install rain leaders to direct drainage away from foundation. 

• Replace garage roof covering and vents to code. 



Re: 662 Cottage Ave E  

May 14, 2012 

Page 2 

 

BUILDING Inspector:  Jim Seeger Phone:  651-266-9046 

• Install flashing in an approved manner at the intersection of the roof with walls, 

chimneys, and other conjoined surfaces. 

• Install address numbers visible from street and on the alley side of garage. 

• Review all applicable codes & policies when replacing windows including egress 

windows for sleeping rooms. 

• Openings in stair risers must be less than 4 inches. 

• Grade must drain away from foundation of dwelling.  Maintain 6 inch clearance between 

wood and soil. 

• Totally rebuild garage to code and replace all decayed framing and remove wood floor. 

• Insure all framing is span rated to code and 6 inches clearance from siding to grade. 

• Install 1 hour fire rated assembly at west wall of garage. 

• Remove or replace southwest corner porch to code with proper footings. 

• Install tempered glass in window at top of basement stairs. 

• Install vapor barrier in crawl space. 

• Recommend replace roof covering in near future. 

• A building permit is required to correct the above deficiencies. 

 

ZONING 

1.  This property is in a(n) R4 zoning district. 

2.  This property was inspected as a Single Family Dwelling. 

 

Notes: 

• See attachment for permit requirements and appeals procedure. 

 
This is a registered vacant building.  In order to sell or reoccupy this building, all deficiencies 

listed on this code compliance report must be corrected in accordance with the Minimum 

Housing Standards of the St. Paul Legislative Code (Chapter 34) and all required permits must 

receive final approval within six (6) months of the date of this report.  One (1) six-month time 

extension may be requested by the owner and will be considered if it can be shown that the code 

compliance work is proceeding and is more than fifty (50) percent complete in accordance with 

Legislative Code Section 33.03(f). 

 

You may file an appeal to this notice by contacting the City Clerk's Office at 651-266-8688.  

Any appeal must be made in writing within 10 days of this notice.  (You must submit a copy 

of this notice when you appeal, and pay a filing fee.)  If you have any questions regarding 

this inspection report, please contact Jim Seeger between 7:30 - 9:00 AM at 651-266-9046 or 

leave a voice mail message. 

 

Sincerely, 

 

 

James L. Seeger, Code Compliance Officer 

Phone:  651-266-9046                 Email:   james.seeger@ci.stpaul.mn.us 

JLS:ml                                         Attachments 



09/10/12 ACTIVATED CHARCOAL RADON TEST #6091730

Radon Test Result: 2.9 ±0.3 pCi/L

Test Started 09/04/12 at 12:00 pm
Test Ended 09/07/12 at 4:00 pm

Closed house conditions maintained during test.

Location Basement

TCHU YAJH
662 COTTAGE AVE E
SAINT PAUL, MN 55106−1707

INTERPRETING YOUR TEST RESULT

This radon test was provided to you by MN DEPT OF HEALTH/INDOOR AIR UNIT /
651−201−4601. The US EPA action level for indoor radon is 4.0 pCi/L. The EPA
recommendation for results in this range (2.0 to 3.9 pCi/L) is to conduct further tests to
determine the true annual average, ideally with a long−term test kit. If the result remains
between 2 and 4 there is little short−term risk, but you should consider fixing your home.
Additionally, if you make any structural changes or start to use a lower level of the
building more frequently, you should test again.

You may be able to obtain additional information about radon related subjects by calling
your state radon officer at 800−798−9050. Or call the "Radon Fix−It Line" at
800−644−6999 Monday thru Friday between NOON and 8 pm EST

READ THIS FIRST
This result has been rounded to

one−tenth (0.1) of a pCi/L (picoCurie
per liter), the most common method of

reporting radon in air.

NEXT...PLEASE...READ
everything under the heading

INTERPRETING YOUR TEST
RESULT

Your health risk

The primary health risk from long−term exposure to
radon is lung cancer. The risk of developing a lung
cancer from radon exposure depends both on how
much radon is present and how long you are exposed
to radon. The higher the radon level or the longer the
time of exposure, even if the levels are relatively low,
the greater the risk. Exposures up to 4 pCi/L may
present some risk of contracting lung cancer to more
sensitive occupants, especially children. Recently the
US Congress set as a goal the lowering of radon levels
in buildings to equal the levels of outside air.

What is a picoCurie

For those interested in the numbers, a picoCurie is
0.000,000,000,001 (one−trillionth) of a Curie, an
international measurement unit of radioactivity. One
pCi/L means that in one liter of air there will be 2.2
radioactive disintegrations each minute. For example,
at 4 pCi/L there will be approximately 12,672
radioactive disintegrations in one liter of air, during a
24−hour period.

Conducting Follow−up
Measurements

USEPA protocol describes two general types of radon
measurements: short−term tests conducted from 48
hours up to 90 days, and long−term tests that last from
90 to 365 days. Your first test (initial/screening)
should be a short−term `worst−case' screening to see if
there is a potential for high exposure to radon.
Screening tests should be conducted under
closed−building conditions, in the lowest lived−in area
in the house, because the highest concentrations of
radon will usually be found in a room closest to the
underlying soil. Tests made under these conditions are
less likely to miss a house with a potential for high
concentrations. On the other hand, if the results of
worst−case screening tests are very low, there is a high
probability that the average annual concentrations in
the house are also low.

This test result reflects the amount of radon measured in this sample AFTER it arrived at our
laboratory. All analysis computations are automatically adjusted to reflect the length of test, the

amount of moisture in the sample, time from the end of test, and the amount of radiation
measured. If ALL the test instructions were carefully followed, then it is reasonable to assume
this is an accurate assessment of the average level of the radon this sample was exposed to

during the time indicated on the test packet.

* Your state has designated a radon officer to assist citizens with questions on radon. Most offer free information on radon
and radon reduction techniques, and most keep a list of qualified radon testing and mitigation businesses. Your radon

officer can also provide the phone number of your regional USEPA office.



Conducting Follow−up Measurements

The higher your initial (screening) tests, the sooner you should
conduct follow−up measurements. The EPA states that you
should retest the same location that was tested initially. For
additional or follow−up testing, make sure at least one test is
conducted in the lowest lived−in level of the home. Also choose
regularly used rooms, such as family rooms, dens, playrooms, or
bedrooms. A bedroom on the lower level may be a good choice,
because people generally spend the most time in their bedrooms
(approximately one−third of the year). If there are children, it may
be appropriate to test their rooms or other areas where they spend
a lot of time, especially at the lower levels. All short−term
follow−up tests must be conducted under closed−building
conditions. If closed−building conditions cannot be maintained, a
long−term measurement conducted under normal living
conditions could be used to help estimate average annual
exposures.

Tests should not be conducted in a kitchen or a bathroom
because high humidity, exhaust fans, and other factors can
adversely affect the test results. Tests should not be conducted in
storage areas or laundry rooms, because relatively little time is
spent there. Although radon in water may be a contributor to the
concentration of airborne radon, radon in air should be confirmed
before a test for radon in water is performed.

It is recommended that before spending any time or money on
radon mitigation, one should conduct multiple (three or more)
tests to be certain there is a need. A few more tests will most
certainly cost considerably less than any mitigation work.

If follow−up measurements have confirmed that the average
annual level of radon is equal to or greater than 4 pCi/L, the
USEPA recommends that the building or home be mitigated for
radon. Consider also that a future buyer is likely to demand that
the building pass a radon test before purchasing.

Variations in Radon Levels: what can affect your test results and
why it may be important to conduct confirmation tests.

When tests are performed in different seasons or under different
weather conditions, the initial screening and follow−up tests may
vary considerably. Radon levels can vary significantly between
seasons, so different values are to be expected. Even during
normal

weather, indoor radon levels may rise and fall by a factor of two
on a daily cycle; for example, from 5 pCi/L to 10 pCi/L in 24
hours. During rapidly changing or stormy weather, the levels may
change more dramatically. Because continual changes in radon
levels are considered the norm, expose the testing device for as
long as is practical, while following the manufacturer's
recommendations. This, of course, provides a better overall
average of the measurement.

If you are comparing tests, or are averaging a series of tests, bear
in mind that any radon test returns only the average of the levels
present during a specific period of time at the precise location of
the test. Conditions during a different test period or at a different
location in the building are expected to be different.

Test results can also vary if the radon test instructions were not
carefully followed. A laboratory measuring radon in samples
taken outside the lab must rely on the person conducting the
test. For example, the wrong starting or ending date of a test will
significantly affect the calculated result. The location of each
radon test can also influence the result. For example, a test placed
in the blowing air stream of a fan is likely to collect more radon
than it would under normal conditions. Also, three tests conducted
in one home, but in three different rooms, would be expected to
have at least slightly different test results.

Test results from a properly used activated charcoal test will more
closely reflect the average radon concentrations over the last three
to five days of the test period. This happens because the radon
collected by the activated charcoal has a radioactive half−life of
only four days. This means, for example, over one−half of the
radon collected during the first three days of a seven day test
`died' before the test ended. Seven day exposures of activated
charcoal test devices are suggested because this allows the
charcoal to equilibrate with its environment, averaging out the
peaks and valleys that normally occur in real−life radon levels.
Also the aspect of user convenience is considered, because most
find it easier to remember to end a test on the same day of the
week it was started.

If you have further questions regarding this test or need advice on
follow−up testing, call fax or write to our technical service
department listed below. Thank you for choosing the Air Chek
test device.

PERFORMING RADON TESTS FOR A REAL ESTATE TRANSACTION

EPA guidelines recommend that at least two short−term tests should be conducted, either together or sequentially, at the same location in the building. If the
average of all the tests is below 4 pCi/L, then no further action is necessary at this time. It is highly recommended that any property transaction tests be
conducted by a non−interested third party. To locate a listed or certified radon tester, contact your state or regional EPA radon office or visit our website at
http://www.radon.com to download a list of NEHA−certified testers. Ask for or download publication number EPA 402−K−00−008 Home Buyer's and Seller's
Guide to Radon.

Limitation of Liability: While we at Air Chek, Inc. make every effort to maintain the highest possible quality control and include several checks and verification
steps in our procedures, we make NO WARRANTY OF ANY KIND, EXPRESSED OR IMPLIED, INCLUDING WITHOUT LIMITATION ANY IMPLIED
WARRANTY OF MERCHANTABILITY OR FITNESS with respect to any item furnished, information supplied or services rendered you by Air Chek, Inc.
Before any action is taken on the basis of test results given to you by Air Chek, Inc. we recommend that further testing be done. Neither Air Chek, Inc., nor any
of our employees or agents, shall be liable under any claim, charge, or demand, whether in contract, tort or otherwise, for any and all losses, costs, charges,
claims, demands, fees, expenses, injuries or damages (including without limitation INCIDENTAL OR CONSEQUENTIAL DAMAGES WHICH ARE
EXCLUDED) of any nature or kind arising out of, connected with, resulting from, or sustained as a result of any item furnished, information supplied, or service
rendered to you by Air Chek, Inc.

Notice to Pennsylvania Residents: The Radon Certification Act requires that anyone who provides any radon−related service or product to the general public
must be certified by the Pennsylvania Department of Environmental Protection. You are entitled to evidence of certification from any person who provides such
services or products. You are also entitled to a price list for services or products offered. All radon measurement data will be sent to the Department as required in
the Act and will be kept confidential. If you have any questions, comments, or complaints concerning persons who provide radon−related services, please contact
the Department of Environmental Protection, P.O. Box 8469, Harrisburg, PA 17105−8469 (717−783−4594).

The radon test kit(s) used for this report is certified by the NEHA−NRPP, Lab ID: 101138, for use in all fifty states. It is also listed or certified for use in all states
that have a radon program.

For technical information, call (828) 684−0893. Office hours are Mon−Fri 8:30 to 5:30 EASTERN
You can reach us by Fax at (828) 684−8498 or write to Air Chek, Inc., Box 2000, Naples, NC 28760

Web Site: http://www.radon.com   Email to: info@radon.com

http://www.radon.com
mailto:info@radon.com
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1. Introduction 
 
St. Croix Environmental, Inc. (SCE) was retained by the City of St. Paul (the City) to administer a 
Survey of the property located at 662 Cottage Avenue East in St. Paul, Minnesota (the Site).  The 
Site is occupied by a duplex which is scheduled for rehabilitation. 
  
The purpose of the work was to evaluate building materials suspected to contain asbestos and 
lead-based paint as follows: 
 
• Identify asbestos containing materials (ACM) at the Site as defined by the Environmental 

Protection Agency (EPA), Minnesota Pollution Control Agency (MPCA), and the Minnesota 
Department of Health (MDH). 

• Identify surfaces that contain lead-based paint prior to rehabilitation in accordance with US 
Department of Housing and Urban Development (HUD) guidelines. 

 
The work did not include a survey for hazardous materials other than asbestos or lead-based paint. 
 
2. Asbestos Survey 
 
On January 16, 2012, Tim Marxhausen, a Minnesota Department of Health (MDH) Certified 
Asbestos Inspector with Parks Environmental Consulting, Inc. completed the building survey and 
sampling activities.  
 

2.1. ACM Sampling 
 
A list of the suspect asbestos materials that were sampled can be found on Table 1 in Appendix I. 
Materials other than those listed, and not sampled, were either: 1) not considered suspect for 
asbestos content (e.g. fiberglass insulation, concrete, brick, plastic); or, 2) inaccessible, such as 
materials in wall cavities, confined spaces, or locked rooms/areas.  If suspect asbestos containing 
materials other than those listed and sampled are discovered at the Site, they should be considered 
asbestos containing until testing proves otherwise. 
 
The samples were analyzed for asbestos content by EPA Method 600/R-93/116, at Schneider 
Laboratories, Richmond, Virginia.  Schneider’s laboratory is accredited for asbestos bulk material 
analysis under the National Institute of Sciences’ National Voluntary Laboratory Accreditation 
Program (NVLAP).  The analytical method’s lower detection limit is one-percent asbestos by 
volume.  The method provides a visual estimation of asbestos in the material sample. 
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2.2. ACM Results 

 
A copy of the analytical laboratory report is included in Appendix I. The sample location diagram is 
also included the appendix.   
 

The following materials were found or assumed to contain asbestos:   

TABLE 1 – Summary of Asbestos Containing Building Materials 

Sample 
Number Description Location Friabl

e 
Approx. 
Amount 

CM-01 Chimney Mortar Patch Basement – on chimney 
where flues enter No 2 SF 

 Pipe Insulation* Crawlspace Yes 20 LF 

SF= Square Feet   LF = Linera Feet   
*the pipe insulation is assumed asebstos based on inspector’s experience (inaccessable to 
sample) 
 

3. Lead-Based Paint Survey 
 
On January 17, 2012, Andrew Myers, a Minnesota-licensed lead risk assessor with Midwest 
Environmental Consulting, LLC., performed a HUD lead-based paint inspection and risk 
assessment of the property.   At the request of the City of Saint Paul (City), this report provides 
information in accordance with HUD guidelines regarding the identification of lead-based paint.  The 
City has determined that abatement is the required method for addressing lead-based paint at this 
property in order to comply with HUD guidelines. 
 

3.1. Lead-Based Paint Sampling 
 
Observations for lead-based paint, conducted in accordance with HUD guidelines, include a 
description of condition.  Based on current regulatory definitions, lead-based paint is defined as 
paint containing lead concentrations equal to or greater than 1.0 milligrams per square centimeter 
(mg/cm2) when using a Niton XL X-ray fluorescence (XRF) analyzer. The XRF provides the 
measured lead concentration in weight of lead per unit area.  
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3.2. Lead-Based Paint Results 

 
Specific building components determined to have a lead concentration above the action level of 1.0 
mg/cm2 are listed below.  Complete results of the XRF analyzer are presented in Appendix II.  
 
LOCATION  COMPONENT  
Floor 1, Unit 1, Kitchen  Ceramic tile walls  
Basement Stair, Side B  Painted wood window components  
Basement Stair, Side B  Metal window components (depth index indicates lead 

beneath metal surfaces) All homogeneous basement 
windows should be assumed to be the same.  

Front Stair to Floor 2  Painted wood baseboards  
Floor 2, Unit 2, Living Room  Metal window trough (depth index indicates lead beneath 

metal surfaces)  
Floor 2, Unit 2, Bedroom 1  Wood door  
Floor 2, Unit 2, Bedroom 2  Metal window trough (depth index indicates lead beneath 

metal surfaces)  
Floor 2, Unit 2, Bathroom  Metal window trough (depth index indicates lead beneath 

metal surfaces)  
Floor 2, Unit 2, Bathroom  Bath tub  
Floor 2, Unit 2, Bathroom  Ceramic tile floor  
Floor 2, Unit 2, Kitchen  Wood door  
Porch, Floor 2 Painted wood door & door components   
Porch, Floor 2 Painted wood window components 
Porch, Floor 2, Side D Painted wood door threshold 
Porch, Floor 2 Stucco walls 
Porch, Floor 2 Vinyl baseboards 
Exterior All metal window casing (depth index indicates lead beneath 

metal surfaces) 
Exterior All painted stucco walls 
Exterior Painted wood soffits 
Porch Painted stucco walls 
Garage Painted wood siding, soffit & trim 
Back Stair to 2nd Floor Painted wood baseboards, skirt & stringer 
Back Stair to 2nd Floor Painted drywall walls 
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4. Definitions 
The following definitions apply to this report: 
 
• The EPA/MPCA/MDH defines ACM as any material that contains greater than one percent 

asbestos by volume. Materials found to contain one percent or less asbestos by volume are not 
regulated as ACM by EPA/MPCA/MDH. 

• Friable ACM is defined as any material that contains greater than one percent asbestos, and 
which can be crumbled, pulverized, or reduced to powder by hand pressure. 

• Category I non-friable ACM means asbestos-containing packings, gaskets, resilient floor 
covering, and asphalt roofing products containing more than one percent asbestos. Category I 
non-friable ACM is not allowed to remain in place during renovation/rehabilitation if it is in a 
condition where the renovation/rehabilitation activities might cause it to become friable. 

• Category II non-friable ACM means any material, excluding Category I non-friable ACM, 
containing more than one percent asbestos that, when dry, cannot be crumbled, pulverized, or 
reduced to a powder by hand pressure. Category II nonfriable ACM is not allowed to remain in 
place during renovation or rehabilitation if it has a high probability of becoming crumbled, 
pulverized, or reduced to a powder during renovation, rehabilitation, transport, or disposal. 

 
5. Inspection and Sampling Limitations 
 
This survey report is intended to describe lead-based paint and ACM that may be present at the 
subject site, including those that may be impacted during renovation or rehabilitation activities. 
Services performed by the consultant were conducted in accordance with generally recognized 
industry standards and current MPCA and MDH guidelines, and in a manner consistent with the 
level of care and skill ordinarily exercised by other professional consultants under similar 
circumstances and under similar budget and time constraints. No other warranty is made or 
intended. 
 
The survey is not intended to be technically exhaustive and no representation is made to the client, 
expressed or implied, and no warranty or guarantee is included or intended.  It is possible that 
some materials were not identified during the course of the inspection at this site.  Such unidentified 
materials would be those that are hidden from view, such as floor tile under floor tile or carpet, pipe 
insulation in wall cavities, materials out of reach in high ceiling areas, materials located under or 
behind finish materials, or materials inadvertently overlooked.  Building materials known to possibly 
contain asbestos or lead-based paint which were not sampled as part of this survey should be 
assumed to be asbestos or lead containing until proven otherwise.  
 
The consultant and/or inspector for this survey are not held responsible or liable for any repairs or 
replacements with regards to this property, systems, components, or the contents therein.  Material 
samples were analyzed by an independent outside laboratory; the results of their analyses are 
presented herein.   While we choose an established, reputable and certified lab to perform the 
sample analysis, SCE does not warrant the accuracy of the laboratory results.  
 
The information contained in this report represents the consultant’s best efforts to determine the 
presence of lead-based paint and ACM at the site given the site conditions.  No inspection was 
carried out of flues, chutes, ducts, voids and any similar enclosed areas, the access to which would 
necessitate the use of specialist equipment or tools, or which would have caused damage to 
decoration, fixtures, fittings or the structure of the building. We are therefore unable to report on the 
presence of asbestos or lead in these areas, and accept no responsibility for the presence of such. 
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1.0  Executive Summary

St. Croix Environmental, Inc. (SCE) contracted with Parks Environmental Consulting,
Inc. (Parks) to conduct an inspection and sampling for asbestos-containing materials
(ACM) in the vacant duplex located at 662 Cottage Avenue, St. Paul, Minnesota.

Mr. Tim Marxhausen of Parks conducted the asbestos materials inspection, audit and
sampling at the site January 16, 2012. Accessible interior and exterior building materials
were surveyed, suspect asbestos materials were sampled in general accordance with
EPA-AHERA sampling rules, samples were analyzed for asbestos content, and this
report was then prepared.

Asbestos Materials

The following materials were found or assumed to contain asbestos:

TABLE 1 – Summary of Asbestos Containing Building Materials

Sample
Number Description Location Friable Approx.

Amount

CM-01 Chimney Mortar Patch Basement – on chimney
where flues enter No 2 SF

Pipe Insulation* Crawlspace Yes 20 LF

SF= Square Feet   LF = Linera Feet
*the pipe insulation is assumed asebstos based on inspector’s experience (inaccessable to sample)

Approximately 16 types of suspect asbestos materials were sampled and tested. Of
these materials, only the above listed materials were found or assumed to contain
asbestos.   

Details of the site inspection and sampling are provided in the following sections.  A
table listing each sampled suspect asbestos homogeneous material, its location and
analytical result is located in Section 4.0 of this report, as is a table special waste
materials. The laboratory reports are included in Appendix A.

2.0  Background

SCE requested that Parks assist with the evaluation of building materials suspected to
contain asbestos in the vacant duplex located at 662 Cottage Avenue, St. Paul,
Minnesota.  Parks inspected the building for suspect asbestos materials, sampled such
materials, facilitated sample analysis by an outside laboratory, compiled the data, and
prepared this report.
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On January 16, 2012, Tim Marxhausen, Minnesota Department of Health (MDH)
Certified Asbestos Inspector #AS-2271, inspected the building for suspect ACM.  Parks
collected 35 building material samples for asbestos analysis. The samples were
analyzed at Schneider Laboratories in Richmond, Virginia.

Asbestos Material Sampling

The following types of building materials were considered, for the purposes of this
survey, suspect ACM, and thus sampled:

• 12" Vinyl Floor Tile and Adhesive (five types)
• Linoleum
• Acoustical Ceiling Texture (two types)
• Chimney Mortar Patch
• Sheetrock and Joint Compound
• Flooring Paper Slip-Sheet
• Sink Undercoat
• Window Glazing/Putty

A Site Sketch indicating sample locations is provided in Appendix B.

3.0  Methods

Material samples were analyzed for asbestos content by Polarized Light Microscopy,
EPA Method 600/R-93/116, at Schneider Laboratories, Richmond, Virginia.  Schneider’s
laboratory is accredited for asbestos bulk material analysis under the National Institute of
Sciences’ National Voluntary Laboratory Accreditation Program (NVLAP).  The analytical
method’s lower detection limit is one-percent asbestos by volume.  The method provides
a visual estimation of asbestos in the material sample.

4.0  Data and Findings Summary

The following table summarizes sampled suspect asbestos materials with their locations,
and analytical results.  Materials other than those listed here, and not sampled, were
either: 1) not considered suspect for asbestos content (e.g. fiberglass insulation,
concrete, brick, plastic); or, 2) inaccessible, such as materials in wall cavities, under
finish materials, in confined spaces or locked rooms/areas.  If suspect asbestos
containing materials other than those listed and sampled below are discovered at the
site, they should be considered asbestos containing until testing proves otherwise.

TABLE 2 – Identified and Sampled Suspect ACM

Sample
Number Material Description Location Results

CM-01 Chimney Mortar Patch - gray Basement – on chimney
where flues enter

Asbestos
35% Chy
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TABLE 2 – Identified and Sampled Suspect ACM

Sample
Number Material Description Location Results

CTEX-01A,
B, C

Spray-applied Acoustical
Ceiling Texture

Upper Unit – all rooms except
kitchen and bath Non-Asbestos

CTEX-02A,
B, C

Spray-applied Acoustical
Ceiling Texture Lower Unit – throughout Non-Asbestos

FT-01A, B 12” Vinyl Floor Tile – wood
grain finish Upper Unit – Kitchen Non-Asbestos

FT-02A, B,
C

12” Vinyl Floor Tile - wood
grain with clear Adhesive

Lower Unit – Living and
Dining Rooms Non-Asbestos

FT-03A, B
12” Vinyl Floor Tile – brown
diamond stones pattern with
yellow adhesive

Lower Unit – Kitchen Non-Asbestos

FT-04A, B 12” Vinyl Floor Tile - gray/tan
marble pattern Lower Unit – Northwest Room Non-Asbestos

FT-05A, B
12” Vinyl Floor Tile –
brown/tan marble pattern
with clear Adhesive

Lower Unit – Northeast Room Non-Asbestos

LIN-01A, B Linoleum – light blue 9”
squares pattern Non-Asbestos

Pipe Insulation (gray paper) Crawlspace under south
portion of structure

Assumed
Asbestos

SRJC-01A,
B, C

Sheetrock and Joint
Compound Upper Level - Throughout Non-Asbestos

SRJC-02A,
B, C

Sheetrock and Joint
Compound (some textured) Lower Level - Throughout Non-Asbestos

SS-01 Flooring Slip Sheet Paper -
tan

Upper Unit – Kitchen (under
plywood underlayment) Non-Asbestos

SU-01 Sink Undercoat – black Upper Unit – Bathroom and
Kitchen sinks Non-Asbestos

WG-01A,
B, C Window Glazing/Putty Upper Level - Windows Non-Asbestos

WG-02A,
B, C Window Glazing/Putty Lower Level - Windows Non-Asbestos

Chy = Chrysotile Asbestos

5.0 Recommendations

Prior to renovation or demolition, an asbestos abatement contractor should properly
remove the asbestos chimney mortar and pipe insulation if they will be affected by
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construction activity.  These materials may present a hazard to persons during
construction and cannot be disposed in a general construction debris landfill.

The above are general and limited asbestos recommendations.  MDH, (EPA), and
Occupational Safety and Health Administration (OSHA) rules and guidelines for
asbestos should be referenced prior to disturbance of asbestos materials.

6.0 Inspection and Sampling Limitations

It is possible that some suspect asbestos, or asbestos containing, materials and
hazardous materials were not identified during the course of the inspection at this site.
Such unidentified materials would be those that are hidden from view, such as floor tile
under floor tile or carpet, pipe or duct insulation in wall cavities, materials out of reach in
high ceiling areas, materials located under or behind finish materials.  Building materials
known to possibly contain asbestos which were not sampled as part of this survey
should be assumed to be asbestos containing until proven otherwise.

This document is an initial pre-renovation asbestos survey based on one site visit that
included sampling of select materials. This inspection and sampling occurred in January;
the house had no heat, electricity or water service.  It is not an asbestos or hazardous
material abatement scope of work.  This document, associated drawing, lab report and
attachments are not intended to be environmental bid specifications for the referenced
site.

Material samples were analyzed by an independent outside laboratory; the results of
their analyses are presented herein.   While we choose an established, reputable and
certified lab to perform the sample analysis, Parks does not warrant the accuracy of the
laboratory results.

The information contained in this report represents Parks' best efforts to determine the
presence of asbestos containing and other hazardous materials at the site given the site
conditions.  A copy of the MDH asbestos inspector’s certification card is in Appendix D.

Parks Environmental Consulting, Inc.

January 26, 2012

Tim Marxhausen Date
Project Manager
MDH Certified Asbestos Inspector #AI2271
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APPENDIX B

SITE SKETCH WITH SAMPLE LOCATIONS





APPENDIX C

INSPECTOR CERTIFICATION CARD





Appendix II       Lead-Based Paint Testing Report 
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